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Abstract: A variable refrigerant flow integrated stratum ventilation (VRF-SV) system was proposed
as an energy efficient substitute for conventional central cooling systems for buildings. The novel
system provided conditioned air to enclosed spaces with high indoor air quality and thermal comfort.
This study investigated the effects of different types of ASTDs on the performance of the VRF-SV
hybrid system. The performance was experimentally evaluated with five air terminal types, including
bar grille, double deflection grille, jet slot, perforated and drum louver diffusers. The evaluation was
carried out using standard indices: temperature and velocity distribution, airflow pattern, effective
draft temperature (EDT), air distribution performance index (ADPI), thermal sensation vote and
comfort feedback survey. The results indicated that the ASTD type had a significant impact on airflow
pattern. Furthermore, the bar grille diffuser provided the occupants with greater thermal comfort
and acceptable indoor environment. Almost all the EDT values determined in the breathing zone
in the case with bar grille diffuser found under the satisfactory range, i.e., −1.2 < K < 1.2. Based on
these values, the ADPI for bar grille diffuser was calculated as 92.8%. Thus, the bar grille diffuser is
recommended to be installed with the VRF-SV hybrid system in buildings.

Keywords: VRF-SV hybrid system; air supply terminal device (ASTD); air diffusion performance
index (ADPI); airflow pattern; thermal comfort

1. Introduction

Increasing concerns about high indoor air quality (IAQ) and excessive energy use
in built environments [1,2] demand continuous development of efficient air conditioning
and mechanical ventilation (ACMV) systems. ACMV systems in buildings are utilized to
remove excess heat from indoor spaces and to replace polluted indoor air with fresh outdoor
air. As the major shareholder of a building’s energy consumption, an ACMV system is
comprised of two different systems: the air conditioning system and the mechanical
ventilation system [3]. The two systems account for more than 60% of the overall energy
consumption in buildings [4]. The most common central ACMV systems are chiller-based
cooling systems and variable refrigerant flow (VRF) system.

The VRF systems have grown more popular in buildings as a viable substitute to
conventional central chiller-based systems due to their higher part load energy efficiency
and individualized thermal control [5]. However, the VRF systems perform worse when it
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comes to providing fresh outdoor air for ventilation and buildings installed with these sys-
tems struggle to maintain the desired IAQ. A recent study reported that poor IAQ and low
temperature air recirculation in rooms could enhance the spread of SARS-CoV-2 virus [6].
Thus, to overcome the ventilation deficiency, VRF systems have been integrated with
different mechanical ventilation systems for efficient ACMV solutions for buildings [7–9].

As an energy efficient alternative to more commonly used mechanical ventilation
systems, i.e., mixing ventilation (MV) and displacement ventilation (DV), stratum ven-
tilation (SV) was proposed in 2009 [10] to address higher energy consumption issues in
ACMV systems [11]. It exhibited superior thermal comfort (TC), enhanced IAQ and higher
energy saving potential [12,13]. In SV air distribution systems, conditioned outdoor air
(OA) at elevated temperature and velocity is supplied directly to the occupied zone through
wall-mounted air supply terminal devices (ASTDs) [12,14]. The recently proposed VRF-SV
hybrid system integrated both of these efficient systems to take advantage of their synergic
benefits. The hybrid system was designed with an aim to reduce the higher energy needs
of ACMV systems, while improving IAQ and TC.

The literature study revealed that airflow patterns generated by ACMV systems
have a huge impact on room IAQ and occupant TC [15,16]. Furthermore, the airflow
pattern in a room is driven by many factors, such as the ASTD type and number, position
layout, building envelope, flowrate and temperature of the supply air [17–19]. A great
deal of research work has been carried out to investigate the impact of the geometry of
the air terminal devices on the airflow pattern [20]. Nielsen [21] worked on the airflow
distribution in a room to ensure the occupants’ thermal comfort. The findings concluded
that the room airflow pattern, originated through an air terminal device, influenced thermal
comfort significantly. A similar study was performed by Kalmar [22] under personalized
ventilation using different types of ASTDs. The results suggested that the adaptation of
different geometries for ASTDs improved the thermal conditions of the ventilated zone.
Hu [23] investigated the airflow characteristics of the vortex diffuser using experimental
and numerical methods. The study revealed that the flow pattern near the diffuser was
3-dimensional and highly turbulent. It also showed that a vortex diffuser had a higher
room entrainment ratio than a circular type multi-cone diffuser. Entrainment ratio is a jet
characteristic, commonly used to evaluate the airflow throw from the diffuser face [24].
In another study, Nastase et al. [25], using the mixing ventilation method, compared
a lobed grille with a standard grille. They found that the lobed grille provided better
airflow distribution, and thus improved indoor thermal comfort. Other studies reported
the impacts of lip and blade angles of different types of diffusers on the room airflow
pattern [26,27].

The studies reviewed above highlighted the importance of the ASTD type on the air
distribution performance of the ACMV systems. Furthermore, ASTDs are usually selected
based on jet throw data provided by the diffuser manufacturers. The manufacturers collect
the data by treating the uniform jet outflow from the diffuser. However, the air jet flows
from the diffuser are affected by many factors. In most cases, the diffusers are connected to
the ventilation duct by plenum boxes [28] installed above the suspended ceilings or outside
of the side walls, depending on type of the diffuser applied. Plenum boxes are designed
with top, bottom or side collars for air supply inflow [29]. For ceiling-mounted diffusers,
the air outflow from the diffuser created better room entrainment when the collar was
attached at the top surface of the plenum box compared to when the collar was at the side
surfaces. This was due to the creation of large numbers of air vortices in the plenum box
with side collar orientation; they provided a uniform jet throw. However, the selection of
the plenum and the collar orientation is usually performed by looking at the installation
space, which may affect the uniformity of the jet outflow [29].

To the best of authors’ knowledge, only very limited studies on the effects of ASTD
types, geometry and layouts exist in the open literature for SV air distribution system [30–33].
No study found conducted research on the effects of ASTD on air distribution performance
when SV was combined with a VRF system. This research was therefore designed with an
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aim to investigate the effects of different types of ASTDs on the performance of a novel
VRF-SV hybrid system. This research had two main objectives. The first objective was to
study the impacts of top, side and bottom orientations of plenum collars on jet outflows
from the ASTD. In the second objective, the effects of five different types of ASTDs on
the thermal comfort and air distribution performances of the VRF-SV hybrid system were
investigated. Additionally, quantitative analyses of the hybrid system’s effective draft
temperature (EDT) and air distribution performance indices (ADPI) of the five ASTDs were
formulated. For the visualization of flow pattern driven by the selected ASTDs, smoke tests
were carried out. Thermal sensation votes and comfort surveys were also conducted with
different types of ASTDs installed in a meeting room environment.

2. VRF-SV Hybrid System—A Brief Overview

A novel attempt was made by the authors of this paper to combine a VRF system
with a stratum ventilation (SV) air distribution system. Different design approaches were
adopted under the project to enhance the broad application of the combined system. In the
decoupled design method, the two systems were combined to achieve their tasks separately,
as seen in Figure 1a. The VRF indoor terminal unit handled the sensible load, whereas the
outdoor air processing unit (DOAS) was used to treat the minimum required outdoor air
for ventilation (ASHRAE 62.1 [34]). The fully conditioned outdoor air was then supplied
into the space through ASTDs to attain the latent load.
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The outdoor air was pretreated through DOAS prior to delivery to the target space in
the integrated approach. First, preconditioning was done to remove both the sensible and
latent loads from the outdoor air. The pretreated air from DOAS was then delivered into the
return air duct of the VRF ducted unit, as shown in Figure 1b. One major drawback of this
method was that, if failure were to occur in the air handling equipment, the terminal system
must be capable enough to bear the extra load of OA to avoid any loss in the controlled
thermal environment [35].

Figure 1c shows another novel method of integrating the VRF system with the DOAS
system in order to supply fully conditioned air directly into the space using stratum
ventilation. In this method, conditioned air at an elevated temperature is provided to cater
to the total heat load of the space. No separate VRF indoor terminal is required in this
design. This design approach reduces the overall system capacity and overcomes the large
space requirement for the combined system installation.

3. Methodology

The methodology adopted in this study was mainly divided into four stages. In the
first stage, the ASTDs were selected based on their application suitability to be installed
as SV air terminals on the side wall of the experimental chamber. In the next stage,
detailed experimental work was performed. For this purpose, the experimental setup
was established and measurements were carried out. To study the effects of ASTDs on
thermal comfort and air distribution performance of the VRF-SV system, several standard
parameters [32,33,36] were evaluated in the third stage. Subsequently, in the last stage,
bias uncertainty analysis was performed to estimate the accuracy of the experimentally
measured data.

3.1. Selection of ASTDs

In total, five types of commonly used air supply terminal devices were studied. These
are all shown in Figure 2. Different cases with these air terminal devices were studied under
constant airflow rate. Considering the fact that exhaust terminal type had an insignificant
impact on the airflow pattern [30], the bar grille diffuser was used as an exhaust terminal
in all studied cases. The supply air terminals were installed on the side wall at 1.9 m height
and the return/exhaust terminal at 0.33 m height from floor. These heights were selected
based on the design guidelines devised for the stratum ventilation system [37]. The indoor
design temperature and the walls’ internal temperatures were all set to 26 ◦C, which were
strictly monitored and adjusted by the locally installed thermal sensor (room thermostat).
The detailed experimental parameters and the diffusers’ dimensions are shown in Table 1.

Table 1. Details of the initial/boundary parameters.

Case Diffuser Type Diffuser Size
(mm) Airflow Rate Supply Temperature

(◦C)
Room Temperature

(◦C)

1 Bar grille diffuser 500 × 300 0.25 m3/s 18.7 ± 0.3 26.0 ± 0.1

2 Perforated diffuser 500 × 300 0.25 m3/s 18.5 ± 0.2 26.0 ± 0.2

3 Double deflection grille 500 × 300 0.25 m3/s 18.5 ± 0.1 26.0 ± 0.1

4 Drum louver diffuser 500 × 300 0.25 m3/s 18.8 ± 0.3 26.0 ± 0.1

5 Jet slot diffuser 1000 × 135 0.25 m3/s 19.0 ± 0.1 26.0 ± 0.1
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3.2. Experimentations

To investigate the effects of ASTDs installed with the novel VRF-SV hybrid system, the
experiments were carried out in an air diffuser testing laboratory at Prudentaire Engineering
Private Ltd. (Seri Kembangan, Malaysia). The laboratory was located at the core of a
building with no boundary wall exposed to solar radiation. Thus, the walls’ internal
surface temperatures were controlled by adjusting the surrounding ambient temperature
to the same value, i.e., 26 ◦C (room design temperature), so that the adiabatic condition
was achieved with no heat flow in and out of the testing chamber. The laboratory was
6.0 m in length, 5.4 m in width and 2.74 m in height. The plenum box collar orientations,
experimental chamber and air conditioning system setup are shown in Figure 3. Prior to
starting experimentation, the heat load of the laboratory was measured; the calculated
details are shown in Table 2.

Table 2. Calculated thermal Load.

Entity People
Other Heat Sources

Computer Equipment Lighting

Heat
Load

Testing chamber
(for ASTD testing)

70 W
=2 × 70 = 140 W 2 × 90 = 180 W 500 W 100 W

Meeting Room
(for comfort survey)

70 W
=10 × 70 = 700 W

In the air distribution side of the VRF-SV system, an insulated flexible duct of diameter
200 mm was attached to the oval-shaped collar of the plenum box. The plenum box was
sized as per the geometry of the ASTD type. A smoke generator was also employed to
visualize the airflow pattern. The smoke was supplied into the flexible duct after controlling
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the flowrate through the VAV damper. To comply with the principle of comparison, all the
cases were investigated under similar settings.
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Measurement Methods and Equipment

Detailed environmental conditions of the laboratory were measured before the actual
testing started. The temperatures of all the internal surfaces were checked using the
HANNA HI 147-00 surface temperature measuring tool. The airflow rate—at room level,
at the face of the ASTD—was measured and monitored by ZTH-VAV belimo device. The
Alnor 440-A hot wire anemometer (seen in Figure 4) was used to measure the indoor
temperature at different locations for the determination of the room average. The accuracy
of the anemometer was ±0.3 ◦C for temperature, 0.015 m/s for velocity and ±3% for
relative humidity (RH). The actual measurements were taken every 1 h after the VRF began
delivering air at full fan capacity with a fluctuation of less than 5%. At the 4th hour of fan
operation, the room achieved steady-state condition, when the mean air temperatures at
the supply inlet, return outlet, and at the center of the room did not exceed more than 1 ◦C
variation (Yau et al., 2018). The difference in the room’s internal surface temperatures was
also recorded below 0.1 ◦C during that period. This was all done to make the environment
behave as nearly isothermally as possible. The experimental setup in the testing chamber
and the measuring line locations are shown in Figure 5.
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3.3. Evaluation Criteria

This study investigated the performance of different air distribution terminals (ASTDs)
using the following indices:

1. Temperature field distribution
2. Velocity distribution
3. Airflow throw
4. Effective draft temperature (EDT) and air distribution performance index (ADPI)
5. Airflow pattern
6. Thermal sensation and comfort feedback

Koestel and Tuve [18] investigated the effects of airflow velocity and temperature on
human thermal comfort. They also defined the air draft (Effective Draft) as any localized
feeling of coldness or warmth on any part of the body caused by the combined effect of
air velocity and temperature, while the humidity and radiation remained constant. To
determine the effective draft temperature (EDT, θedt) for stratum ventilation, Lin et al. [38]
developed an equation, shown as Equation (1).

θedt = (Tx − Tc)− (Vx − 1.1) (1)

where,

θedt = Effective draft temperature, K
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Tx = Local air DB temperature, ◦C
Tc = Mean DB temperature of the room, ◦C
Vx = Local air stream speed, m/s

For stratum ventilation air distribution, the ranges defined for good and satisfactory
thermal comfort conditions at velocity <0.8 m/s were −0.6 K < θedt < 0.6 K and −1.2 K <
θedt < 1.2 K, respectively. The ADPI was defined in percentages, in which the measurements
taken in an occupied space where the effective draft temperature found within the range
mentioned above to the measurements taken in total. The most desirable condition for an
efficient air distribution system occurs if the ADPI approaches 100%, whereas the ADPI
must not be less than 80% in a good air distribution system [39]. The expression for ADPI
is given below,

ADPI(%) =
(Nθ × 100)

N
(2)

where,

θedt = Effective draft temperature, K,
Nθ = Points measured in the occupied space that falls within −1.2 K < θedt < 1.2 K, and
N = Total points measured in the occupied space.

The laboratory chamber was converted into the meeting room to conduct the thermal
sensation and comfort survey, as shown in Figure 6. The thermal load calculated for the
meeting room was presented earlier (Table 2). A total of 10 subjects (4 female and 6 male)
were formally hired for the survey-based tests in order to investigate the effects of ASTDs
on human thermal sensation and comfort. All those subjects were from the office staff and
were young and healthy. They were all active in the discussion during the meeting and did
not do any tiring activity before the experiments started. The tests were conducted during
their break hours and took around 2 weeks for complete data collection. The subjects all
wore short or long-sleeved thin cotton shirts and trousers, with a clothing value limited
to 0.5 clo (0.078 m2 K/W). Considering the meeting room environment with discussion
process going on, the activity level chosen was 1.2 met. The complete anthropometric
description of the subjects is presented in Table 3. On average, 30 minutes after establishing
the steady state conditions in the meeting room, the experiments were conducted for
selected ASTDs. The survey was completed by adopting a questionnaire (Appendix A)
containing two questions based on the ASHRAE’s 7-point scale thermal sensation vote
(TSV) and thermal comfort vote (TCV), as mentioned in Table 4.
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Table 3. Details of the experimental parameters.

Index
Female (n = 4) Male (n = 6) Total (n = 10)

Mean ± SD Range Mean ± SD Range Mean ± SD Range

Age (years) 26.5 ± 2.0 25–30 28.8 ± 2.8 25–33 27.9 ± 2.8 25–33

Height (m) 1.55 ± 0.04 1.5–1.62 1.67 ± 0.08 1.62–1.81 1.62 ± 0.08 1.5–1.81

Body mass (kg) 57 ± 1.4 55–58 66.2 ± 9.0 51–78 62.5 ± 8.3 51–78

BMI * (kg/m2) 23.55 ± 1.5 21.5–25.8 23.7 ± 2.9 18.7–27.1 23.63 ± 2.4 18.7–27.1

BSA ** (m2) 1.57 ± 0.02 1.55–1.60 1.75 ± 0.1 1.53–1.94 1.68 ± 0.1 1.53–1.94

* Body mass index (BMI) = (W/H2) × 104. ** Body surface area (BSA) = (W0.425 × H0.725) × 0.007184.

Table 4. Details of the experimental parameters.

TSV Scale Meaning TCV Scale Meaning

−3 Cold 0 Comfortable

−2 Cool +1 Slightly
uncomfortable

−1 Slightly cool +2 Uncomfortable
0 Neutral +3 Very uncomfortable

+1 Slightly warm
+2 Warm
+3 Hot

3.4. Bias Uncertainty Analysis

Bias uncertainty analysis, sometimes known as error analysis, is a statistical technique
used to evaluate the amount of uncertainty present in any experimental data. The bias
uncertainty (∆x) is the deviation of the measured value from the true value and calculated
using Equation (3) [40].

∆x =
R
2

(3)

where R is the range and can be determined by taking difference between maximum and
minimum values of the experimental data (x).

R = xmax − xmin (4)

The uncertainty between measured and true value can then be converted into percent-
age uncertainty using Equation (3).

Percentage uncertainty (%) = (
∆x
x

× 100) (5)

where x is the mean of the measured values for single experimental reading.
The bias uncertainty analyses performed for the current study are presented in

Table A1 (Appendix B). Restricted by the table length and width, the analysis was car-
ried out for two height locations (0.6 m and 1.1 m from the ground). The errors found
in the velocity and temperature measurements indicated that the uncertainty was there
in the collected data. However, the primary aim of this study was to evaluate the effects
of ASTDs on the VRF-SV system performance, so high precision in the collected data
was not the authors’ objective. Moreover, the data were collected at multiple locations
in the room and at different heights using a handheld measurement device. Therefore,
bias uncertainty analysis was essential to check the acceptability of the error present in
the collected data. The percentage uncertainty in the mean airflow velocity (as seen in
Table A1) was in the range of 8.47% to 108.33% in the case with a bar grille, 9.61% to 95.45%
in the case with double deflection grille, 11.53% to 150% with the perforated diffuser case,
10.29% to 150% with the drum louver diffuser and 0% to 150% for the jet slot diffuser case.
The higher percentage of error in the collected data may be due to the low airflow rate
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at the measuring locations, as Hashemian et al. [41] determined that the low air velocity
(<0.5 m/s) significantly reduced the sensitivity.

The bias uncertainties calculated for temperature distributions at the measuring lo-
cations were in the range of 0–0.85%, 0–7.51%, 0–7.44%, 0–1.39% and 0–1.29% for the
cases with bar grille, double deflection grille, perforated, drum louver and jet slot dif-
fusers, respectively. As seen in Table 5, the bias uncertainty for all the diffuser types was
relatively insignificant. This may have been due to the more uniform temperature distri-
bution compared to the velocity distribution within the breathing zone. However, these
results suggested that low to high numbers of uncertainties were present during field work
measurements for all types of ASTDs.

Table 5. ADPI value for studied ASTDs.

ASTD Bar Grille Perforated
Diffuser

Double
Deflection Grille

Drum Louver
Diffuser

Jet Slot
Diffuser

ADPI 92.8% 78.6% 64.3% 71.4% 28.5%

4. Results and Discussion
4.1. Effect of the Plenum Collar Orientation on Jet Outflow

As seen in Figure 7, the temperature and velocity distributions showed similar patterns
with front, top and bottom collar orientations at heights 0.1 m and 1.9 m from the floor. This
indicated that different types of collar orientation did not greatly influence the regions near
the floor and at the diffusers’ mid-level heights. Moreover, the highest deviation in velocity
values was noted with a front orientation at location 4, which was around 33.3% and 50.0%
higher than the top and bottom orientations, respectively. Similarly, a maximum of 1 ◦C
temperature difference was observed throughout the measurement locations. However, at
height y/H = 0.6 m and 1.1 m, a non-uniform distribution of temperature and velocities was
seen. The lowest temperature of about 21.8 ◦C was recorded at location L4 (at 0.6 m height)
with the bottom orientation of the plenum collar. It may have been due to considerably
uniform air supply conditions in this case. In terms of velocity distribution, the highest
deviation recorded for the case with the front collar was at location L7, which is about
0.12–0.45 m/s higher than the top collar and 0.16–0.5 m/s higher than the bottom collar
orientations. Similar results can also be found in reference [42] for the top and side entries
of the plenum box. Therefore, based on the obtained results, front collar orientation was
considered in this study to investigate the effects of ASTDs on the performance of the
VRF-SV hybrid system.

4.2. Effect of ASTDs on Air Distribution Performance

In order to investigate the effects of ASTDs on the performance VRF-SV hybrid
system, the temperature and velocity distributions at different heights and locations were
measured. The subsequent sections will explain the behavior of evaluated parameters
against ASTD type.
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4.2.1. Effect on Temperature Field Distribution

Figure 8a,b shows the temperature field distribution at different positions (L1 to
L7) at heights of 0.6 and 1.1 m, respectively. The higher temperature values of 22.8 ◦C
to 24.8 ◦C were recorded at all the locations for the jet slot diffuser, demonstrating the
unsuitability of these types of diffusers in VRF integrated stratum ventilation systems. Its
poor performance may have been due to the horizontal installation on the sidewall. The
lowest temperature by these ASTDs was observed with the perforated type diffuser at
location L1 at the measured heights. After exiting the supply inlet in the perforated diffuser,
the air dipped down deeply into the room with very low entrainment and momentum. It
could be a reason for the lowest temperature values of about 21.5 ◦C and 21.28 ◦C observed
at the measuring heights at location L1. However, at all other locations and on both the
measuring heights, temperature ranges of about 21.5–23.4 ◦C, 21.2–23.3 ◦C and 22.3–23.5 ◦C
were noted for the drum louver diffuser, double deflection grille and bar grille diffuser,
respectively. Moreover, the bar grille diffuser showed uniform temperature distribution
at all locations. The value fluctuated at about 22.5 ◦C, except location L4 at height 1.1 m,
where the maximum deviation was 1 ◦C from the mean.

4.2.2. Effect on Velocity Distribution

The higher velocity value of >0.1 m/s was seen with a double deflection grille at
0.6 m and 1.1 m heights at location L1, as shown in Figure 9. All other ASTDs showed
lower values at this location, especially in the case with the drum louver diffuser, where
the velocity at height 1.1m at location L6 was measured highest, about 0.7 m/s. Due to the
low velocity values at all the locations and poor airflow distributions by the perforated
and jet slot diffusers, both were found unsuitable for VRF-SV hybrid system applications.
However, for other terminals, the effects of ASTDs on the VRF-SV system performance
in terms of velocity distribution was found to be less influential. It was similar for all
measuring locations except L6 and L7, where the deviations recorded were 0.03–0.5 m/s
and 0.01–0.46 m/s, respectively. Therefore, any of the remaining three diffuser types can be
installed with the VRF-SV hybrid system to obtain more uniform airflow distribution.
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4.2.3. Effect on Airflow Throw

To further explore the effects of ASTDs, Figure 10 presents the airflow throw analyses
for all the studied terminals. The measuring height selected for diffusers’ throw analysis
was 1.9 m from the floor. It was at the mid-height of the ASTD. The airflow through
different diffusers was measured at five different locations. These locations were in front of
the supply terminals in the throw direction. The skewedness in the case with the jet slot
diffuser at a 2 m distance from the diffuser face was due to the uneven airflow from the
jet slot diffuser. Air velocity at the diffuser center was low (<0.1 m/s) and it was higher at
both ends (>0.1 m/s). For double deflection grille, bar grille and drum louvre diffuser, the
jet of air decayed proportionally to the distance from the diffuser. Among them, the airflow
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velocity of the bar grille case decayed most rapidly at a distance of about 3 m from the grille
face, where the jet of the air almost vanished. However, the slowest decay was observed
with the double deflection grille, in which the jet of air lasted for 5 m distance from the
diffuser face. Furthermore, the air jet through the drum louver diffuser also reached the
same distance achieved by the double deflection grille with even low face velocity than
the former. Therefore, these diffusers, i.e., bar grille, perforated diffuser, double deflection
grille and drum louver diffuser, were further investigated for smoke test analyses.
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4.2.4. Effect on EDT and ADPI

Equation (1) determined the EDT for VRF-SV hybrid system using selected ASTDs,
at different heights of 0.1, 0.6, 1.1 and 1.9 m from the floor. Limited by the paper length,
only the values at 0.6 and 1.1m heights were presented, as seen in Figure 11. All the EDT
values of the bar grille case were found within the acceptable range of −1.2 K < θedt < 1.2 K,
except one value (1.3 K) at line location 4 and height 1.1m found out of the acceptable range.
Most of the EDT values for the four diffusers (bar grille, perforated, double deflection and
drum louver) were found to be under the acceptable limits. However, the EDT values of
the jet slot diffuser case were all found to be out of the specified limits. This may have been
due to improper distribution of temperature and velocity by this type of diffuser. Based
on the calculated values, the ADPI for all the ASTDs were determined, as presented in
Table 5. In order to properly distribute the temperature and airflow velocity and to comply
with the ASHRAE thermal comfort standards, the ADPI value must not be lower than 80%
in summer conditions [43]. The ADPI value obtained for the case with bar grille diffuser
satisfied this standard. Thus, this type of diffuser can be recommended to be installed with
VRF-SV hybrid systems in buildings.
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4.2.5. Effect on Airflow Pattern (Smoke Test)

Airflow visualization testing is more commonly known as smoke testing. The smoke
tests rely on visual smoke generated in the cleanroom or laboratory environment. The
smoke tests visualize the supplied air in the room through ASTDs. Figure 12 shows the
visuals of different flow patterns through bar grille, double deflection grille, perforated
and drum louver diffusers. The longer airflow throw could be seen in the case with double
deflection grille, while flow in the perforated diffuser case was short and highly diffusive.
Weak entrainment was also observed with this type of diffuser. A medium but strong air
entrainment and momentum was observed with the bar grille diffuser case.
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Figure 12. Airflow pattern at 0◦ blade angle through different ASTDs (smoke visualization).

4.2.6. Effect on Thermal Comfort (Subjective Test)

Figure 13 shows the responses of the subjects surveyed under the meeting room
environment to investigate the effects of ASTDs on human thermal sensation and comfort. It
was noted that all the ASTDs provided different levels of thermal comfort to the occupants,
which showed a significant effect of ASTDs on human thermal comfort. The cases with
bar grille and double deflection grille performed better than perforated and drum louver
diffusers. For the bar grille case, 70% of the subjects graded the thermal sensation as slightly
cool, whereas 60% rated the thermal comfort as comfortable. In the case with a perforated
diffuser, 20% of the subjects rated the thermal sensation and comfort as slightly warm and
uncomfortable. The low throw by this diffuser prevented the subjects sitting far from the
supply from feeling the cooling effects.
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5. Conclusions

In this study, the air distribution and thermal comfort performance of a VRF-SV hy-
brid system with five types of ASTD were successfully investigated through laboratory
experiments. Under the air distribution aspect, airflow distribution, airflow pattern, EDT
and ADPI were evaluated. The thermal comfort performance delivered by each ASTD was
measured quantitatively by subjective assessments. Before the actual experimental mea-
surements, the uniformity of the axial airflow jet (that is, discharge from different ASTDs
and the effects of top, side and bottom collar orientations on it) were briefly investigated. It
was concluded that the plenum collar orientation had a more significant impact on airflow
velocity distribution than the temperature distribution. The higher outflow was observed
when the supply air entry was in line with the flow direction with collar attachment on the
front face of the plenum box (Front collar orientation).

Based on the detailed experimental results, we concluded that:

• Uniform temperature distribution at all locations was created with bar grille diffuser,
while the temperature value fluctuated at about 22.5 ◦C.

• Influential or distinct performance in terms of velocity distribution was not observed
with any of the studied diffuser types.

• The ADPI for the bar grille was calculated as 92.8%. The ADPI values for all other
ASTD types fell below the minimum required range.

• The thermal sensation and comfort survey suggested that the bar grille provided a
better thermal environment than all other diffuser types. For the bar grille case, 70%
of the subjects graded the thermal sensation as slightly cool, whereas 60% rated the
thermal comfort as comfortable.

• The airflow visualization using smoke tests showed a longer airflow throw in the case
with double deflection grille, while the flow in the perforated diffuser case was shorter
and highly diffusive. The jet entrainment with the bar grille case was uniform and
moderate.

Above all, the VRF-SV system installed with the bar grille as ASTD provided better
thermal comfort, uniform temperature and velocity distribution within the space. Thus,
the bar grille can be recommended to be installed with VRF-SV hybrid systems in building
applications. The results of this study could also be used as an important guide for
optimization of the air distribution performance of the VRF-SV hybrid system in buildings.
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Nomenclature

Symbols & Units Abbreviations
◦C Degree Celsius ACMV Air conditioning and mechanical ventilation
K Kelvin ADPI Air diffusion performance index
W Weight ASTDs Air supply terminal devices
H Height ASTD Air supply terminal device
L Length (m) BMI Body mass index
m Meter BSA Body surface area
m/s Meter per second DOAS Dedicated outdoor air system
m3/s Cubic meter per second DV Displacement ventilation
s Second EDT Effective draft temperature
T Temperature IAQ Indoor air quality
W Watt MV Mixing ventilation
N Points measured in occupied space OA Outdoor air
kg/m2 Kilogram per square meter SV Stratum ventilation
x Measured value TC Thermal comfort
x, y, z Cartesian coordinates (m) TCV Thermal comfort vote
x Average measured value TSV Thermal sensation vote
W/m2·K Watt per square meter per kelvin VAV Variable air volume
θ Temperature difference VRF Variable refrigerant flow
Subscripts
c At room level min Minimum
max Maximum x At any local point
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Appendix B

Table A1. Bias uncertainty for the air velocity and temperature measurement.

Velocity (m/s) Bias
Uncertainty

(%)

Temperature (◦C) Bias
Uncertainty

(%)Min. Max. Avg. Min. Max. Avg.

0.6 1.1 0.6 1.1 0.6 1.1 0.6 1.1 0.6 1.1 0.6 1.1 0.6 1.1 0.6 1.1

Bar Grille

1 0.00 0.07 0.11 0.21 0.06 0.12 91.67 58.33 22.4 22.5 22.6 22.5 22.5 22.5 0.44 0

2 0.04 0.06 0.22 0.19 0.11 0.06 81.81 108.33 22.2 22.3 22.4 22.3 22.3 22.3 0.44 0

3 0.02 0.00 0.08 0.07 0.08 0.07 37.5 50 22.7 22.7 22.8 22.7 22.8 22.7 0.22 0

4 0.02 0.09 0.09 0.26 0.09 0.18 38.89 47.22 22.6 23.1 22.7 23.5 22.7 23.5 0.22 0.85

5 0.06 0.12 0.18 0.24 0.06 0.12 100 50 22.7 22.6 22.8 22.7 22.8 22.7 0.43 0.22

6 0.09 0.03 0.18 0.45 0.18 0.24 25 87.5 22.7 22.7 22.9 22.7 22.8 22.7 0.43 0

7 0.24 0.49 0.31 0.59 0.24 0.59 14.58 8.47 22.4 22.0 22.6 22.5 22.5 22.3 0.44 1.12

Double
deflection

Grille

1 0.02 0.00 0.14 0.21 0.14 0.11 42.85 95.45 22.9 23.3 23.2 23.4 22.9 23.3 0.65 0.21

2 0.11 0.00 0.18 0.06 0.15 0.06 23.33 50 21.3 22.1 24.8 22.5 23.3 22.1 7.51 0.90

3 0.06 0.01 0.12 0.19 0.08 0.16 37.5 56.25 22.9 22.8 23.0 22.8 22.9 22.8 0.21 0

4 0.01 0.05 0.05 0.18 0.05 0.17 40 38.23 21.1 21.5 21.3 21.8 21.1 21.5 0.47 0.69

5 0.10 0.02 0.18 0.07 0.1 0.07 40 35.71 22.0 22.5 22.6 22.6 22.3 22.5 1.34 0.22

6 0.10 0.16 0.21 0.26 0.21 0.26 26.19 9.61 22.0 21.4 22.3 21.8 22.2 21.4 0.67 0.93

7 0.02 0.15 0.21 0.30 0.18 0.28 52.78 26.78 21.8 21.9 21.9 21.9 21.8 21.9 0.22 0

Perforated
Diffuser

1 0.04 0.00 0.09 0.01 0.05 0.01 50 50 19.9 21.0 23.1 21.6 21.5 21.3 7.44 1.41

2 0.13 0.08 0.16 0.13 0.13 0.08 11.53 31.25 22.7 22.7 22.8 22.8 22.7 22.8 0.22 0.22

3 0.01 0.01 0.12 0.12 0.05 0.05 110 110 22.6 22.6 22.8 22.8 22.8 22.6 0.43 0.44

4 0.01 0.00 0.09 0.03 0.04 0.01 100 150 22.3 22.5 22.5 22.9 22.4 22.7 0.44 0.88

5 0.07 0.06 0.15 0.12 0.07 0.09 57.14 33.33 22.9 22.9 23.0 23.0 23.0 22.9 0.21 0.21

6 0.06 0.01 0.08 0.03 0.08 0.02 12.5 50 23.2 23.2 23.2 23.3 23.2 23.3 0 0.21

7 0.00 0.00 0.05 0.02 0.05 0.02 50 50 23.0 23.1 23.1 23.2 23.0 23.1 0.21 0.21

Drum
louver

Diffuser

1 0.00 0.03 0.06 0.10 0.02 0.06 150 58.33 23.2 22.8 23.6 23.0 23.4 23.0 0.85 0.43

2 0.11 0.04 0.20 0.15 0.11 0.09 40.90 61.11 21.6 21.9 21.9 22.1 21.8 21.9 0.68 0.45

3 0.08 0.21 0.13 0.30 0.08 0.26 31.25 17.31 22.2 21.9 22.5 22.5 22.5 22.2 0.66 1.35

4 0.00 0.00 0.12 0.03 0.04 0.02 150 75 22.1 22.2 22.3 22.6 22.2 22.4 0.45 0.89

5 0.09 0.09 0.18 0.18 0.18 0.09 25 50 22.3 22.3 22.3 22.3 22.3 22.3 0 0

6 0.18 0.68 0.29 0.82 0.27 0.68 20.37 10.29 21.8 21.2 21.9 21.8 21.9 21.5 0.22 1.39

7 0.04 0.14 0.15 0.25 0.13 0.14 42.30 39.28 21.4 21.4 21.7 21.8 21.6 21.7 0.69 0.92

Jet slot
diffuser

1 0.05 0.03 0.13 0.13 0.1 0.09 40 55.55 24.4 24.1 24.5 24.7 24.4 24.4 0.20 1.23

2 0.14 0.08 0.22 0.15 0.17 0.12 23.52 29.16 23.3 23.3 23.4 23.3 23.3 23.3 0.21 0

3 0.05 0.07 0.17 0.16 0.13 0.11 46.15 40.91 23.1 23.0 23.2 23.0 23.1 23.0 0.21 0

4 0.02 0.00 0.12 0.05 0.06 0.05 83.33 50 23.4 23.6 23.4 23.6 23.4 23.6 0 0

5 0.01 0.00 0.03 0.04 0.02 0.02 50 100 23.0 23.6 23.2 23.7 23.1 23.7 0.43 0.21

6 0.02 0.00 0.02 0.02 0.02 0.01 0 100 22.7 23.5 23.1 23.8 22.9 23.6 0.87 0.63

7 0.01 0.00 0.01 0.03 0.01 0.01 0 150 22.5 22.9 22.9 23.5 22.7 23.2 0.88 1.29
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